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���'	���(�������  It is inevitable that leaks or spills will occur in mechanical equipment rooms.  
Sometimes this is the preventable result of coil cleaning or draining operations.  Regardless, 
special consideration shall be given to preventing leaks from impacting adjacent spaces when 
they do occur.  Of special concern is the impact upon spaces below.  Equipment rooms located 
on floors other than the lowest level shall have floors and wall bases sealed watertight. A textured 
epoxy finish is a preferred method. Floor penetrations for piping and conduit shall be sleeved and 
caulked, with the top of sleeves extended above floor level.  Floor penetrations for ventilation 
ductwork shall have metal angles attached and caulked around the perimeter of each penetration 


