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Design Coordination:  UNL has an extensive CCTV System. Due to the variance of buildings 
and projects, each installation design may be different. UNLPD CCTV administrator shall design 
and coordinate all phases of the CCTV system with the Architect/Engineer of record, NU Project 
Manager, and involved building departments. 
 
UNLPD CCTV administrator and Services Captain should be involved in the design phases of the 
project. This will ensure proper placement and design of the camera system. 
 
Types of Installs:  The following is a list of the different types of installations either required or 
suggested for the system. All placements to be approved by CCTV administrator. All conduits to 
be provided with pull string to facilitate wire pulls. 

1. Exterior Mounting 
a. Exterior flat wall mount 

i. Install a 1” sleeve through wall penetration as close as possible to 
camera location. 

b. Exterior corner wall mount 
i. Install a 1” sleeve through wall penetration as close as possible to 

camera location. 
c. Exterior roof mount 

i. Roof penetration to be as close as possible to the camera location. 
Reference UNL Standards for roof penetrations. Provide weather 
tight box at penetration. 

d. Exterior pole mount 
i. Pole mount requires a NEMA box sized in accordance with CCTV 


