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beams without condensate capture ability shall not be used in spaces containing or adjacent to: 
exterior doors or operable windows, and areas of high humidity (showers/locker rooms, high 
physical activity).  Chilled beam water loops shall have a minimum number of 3-way valves (or 2-
way bypass, other design feature) to allow the loop
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Laboratories:  See the -
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sections within these ������ �	
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��� for specific HVAC system requirements related to these 
applications. 
 
Temporary Use of Existing HVAC Equipment:   The Construction Documents shall clearly 


